
Gāzes kvalitātes parametri

Gas quality parameters
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kWh/m3 kWh/m3 kWh/m3 kg/m3 kWh/m3 kWh/m3 kWh/m3 kg/m3
-

Rīga-1 11.012 9.949 14.178 0.7267 11.825 10.683 15.222 0.7803 0.6035

Rīga-3 11.011 9.947 14.178 0.7267 11.824 10.681 15.222 0.7803 0.6035

Ziemeļi 11.023 9.958 14.189 0.7269 11.836 10.693 15.233 0.7805 0.6037

Baldone 11.015 9.951 14.180 0.7268 11.828 10.685 15.224 0.7804 0.6036

Daugmale 11.015 9.951 14.180 0.7268 11.828 10.685 15.224 0.7804 0.6036

Jelgava-2 11.025 9.960 14.192 0.7270 11.839 10.695 15.236 0.7807 0.6038

Jelgava-1

Nākotne 11.024 9.960 14.192 0.7270 11.838 10.695 15.236 0.7807 0.6038

Dobele 11.024 9.960 14.192 0.7270 11.838 10.695 15.236 0.7807 0.6038

Kalnciems 11.006 9.942 14.172 0.7264 11.818 10.676 15.215 0.7800 0.6033

Sloka 11.006 9.942 14.173 0.7264 11.818 10.676 15.216 0.7800 0.6033

Dzirkstele 11.005 9.941 14.167 0.7268 11.817 10.675 15.210 0.7804 0.6036

Brocēni 11.005 9.941 14.168 0.7268 11.817 10.675 15.211 0.7804 0.6036

Saldus 11.005 9.941 14.167 0.7268 11.817 10.675 15.210 0.7804 0.6036

Lutriņi 11.005 9.941 14.168 0.7268 11.817 10.675 15.211 0.7804 0.6036

Zirņi 11.005 9.941 14.168 0.7268 11.817 10.675 15.211 0.7804 0.6036

Rudbārzi 11.005 9.941 14.167 0.7268 11.817 10.675 15.210 0.7804 0.6036

Tadaiķi 10.983 9.922 14.147 0.7261 11.794 10.654 15.188 0.7797 0.6030

Liepāja 10.983 9.922 14.147 0.7261 11.794 10.654 15.188 0.7797 0.6030

Zaķumuiža 11.012 9.949 14.178 0.7267 11.825 10.683 15.222 0.7803 0.6035

Vangaži 11.012 9.949 14.178 0.7267 11.825 10.683 15.222 0.7803 0.6035

Krimulda 11.012 9.949 14.178 0.7267 11.825 10.683 15.222 0.7803 0.6035

Ezerciems 10.962 9.901 14.158 0.7231 11.771 10.632 15.200 0.7765 0.6006

Sigulda 10.919 9.861 14.129 0.7200 11.725 10.589 15.169 0.7731 0.5979

Līgatne 10.910 9.853 14.125 0.7195 11.715 10.580 15.165 0.7726 0.5976

Cēsis 10.919 9.861 14.129 0.7200 11.725 10.589 15.169 0.7731 0.5979

Palsmane 10.573 9.540 13.873 0.6997 11.353 10.244 14.894 0.7513 0.5799

Lode 10.871 9.816 14.091 0.7168 11.673 10.540 15.128 0.7697 0.5953

Valmiera-1 10.870 9.816 14.091 0.7168 11.672 10.540 15.128 0.7697 0.5953

Valmiera-2

Ogre 11.015 9.951 14.180 0.7268 11.828 10.685 15.224 0.7804 0.6036

Kaibala 11.015 9.951 14.180 0.7268 11.828 10.685 15.224 0.7804 0.6036

Aizkraukle 11.015 9.951 14.180 0.7268 11.828 10.685 15.224 0.7804 0.6036

Koknese 10.984 9.922 14.145 0.7264 11.795 10.654 15.186 0.7800 0.6033

Vecbebri 10.984 9.923 14.145 0.7264 11.795 10.655 15.186 0.7800 0.6033

Jēkabpils 10.984 9.923 14.145 0.7264 11.795 10.655 15.186 0.7800 0.6033

Līvani 10.984 9.923 14.145 0.7264 11.795 10.655 15.186 0.7800 0.6033

Preiļi 10.984 9.923 14.145 0.7264 11.795 10.655 15.186 0.7800 0.6033

Rēzekne 10.986 9.924 14.151 0.7259 11.797 10.656 15.193 0.7795 0.6029

Daugavpils 10.986 9.924 14.151 0.7259 11.797 10.656 15.193 0.7795 0.6029

Tiešie pieslēgumi 10.939 9.880 14.142 0.7211 11.746 10.609 15.183 0.7743 0.5989

Korneti (Izborska)

Inčukalna PGK

25/20 0C (combustion / measurement) 25/0 0C (combustion / measurement)

03.04.2023.

03.04.2023.

        Siltumspēja        

Calorific value

         Siltumspēja        

Calorific value

25/20 0C (sadegšana / mērīšana) 25/0 0C (sadegšana / mērīšana)


